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THE CONTRACTOR SHALL CAREFULLY EXAMINE THE DRAWINGS AND ALL OTHER CONTRACT
DOCUMENTS AND SHALL VISIT THE SITE PRIOR TO THE SUBMITTAL OF HIS BID PROPOSAL. THE
CONTRACTOR SHALL FULLY INFORM HIMSELF PRIOR TO THE SUBMISSION OF HIS BID PROPOSAL AS
TO ALL EXISTING CONDITIONS AND LIMITATIONS UNDER WHICH THE WORK IS TO BE PERFORMED. HE
SHALL INCLUDE IN HIS PROPOSAL , A SUM TO COVER ALL COSTS OF ALL ITEMS NECESSARY TO
PERFORM THE WORKS AS SET FORTH IN THE CONTRACT DOCUMENTS. NO ALLOWANCES SHALL BE
MADE TO THE CONTRACTOR FOR LACK OF SUCH EXAMINATION OR KNOWLEDGE. THE SUBMISSION
OF A PROPOSAL SHALL BE CONSTRUED AS CONCLUSIVE EVIDENCE THAT THE CONTRACTOR HAS
MADE SUCH EXAMINATION.

ALL WORK SHALL BE ACCOMPLISHED IN STRICT ACCORDANCE WITH ALL LOCAL, STATE, AND
FEDERAL LAWS, REGULATIONS, AND STANDARDS HAVING JURISDICTION OVER THIS PROJECT.

ALL MATERIALS FOR THIS PROJECT SHALL BE NEW AND FREE FROM ANY AND ALL DEFECTS
UNLESS SPECIFIED OTHERWISE.

THE CONTRACTOR SHALL BE RESPONSIBLE FOR COORDINATING ALL WORK AMONG THE VARIOUS
TRADES AS NECESSARY TO AVOID CONFLICTS AND ENSURE THAT ALL WORK IS IN COMPLIANCE
WITH THE CONTRACT DOCUMENTS.

THE CONTRACTOR SHALL ASSURE THE SAFETY OF THE PUBLIC, STAFF AND WORKERS AT ALL TIMES.

INSTALLATION OF ALL MATERIALS AND PRODUCTS. THE CONTRACTOR SHALL BE RESPONSIBLE FOR
PROVIDING ALL BLOCKING, BACKING, BRACKETS, ETC. AS REQUIRED FOR THE PROPER AND
SECURED INSTALLATION OF ALL MATERIALS AND PRODUCTS.

THE CONTRACTOR SHALL REPORT ANY UNSATISFACTORY CONDITIONS AND/OR DISCREPANCIES
TO THE ENGINEER IN CHARGE. FAILURE TO COMPLY WITH THIS CONDITION MAY RESULT IN
PLACING ANY AND ALL RESPONSIBILITY, LIABILITY AND EXPENSE TO THE CONTRACTOR.

CONTRACTOR SHALL NOTIFY THE ENGINEER IMMEDIATELY UPON ENCOUNTERING ANY
HAZARDOUS MATERIALS, ETC. DURING THE COURSE OF THIS PROJECT. THE CONTRACTOR IS
NOT AUTHORIZED TO HANDLE, TEST, OR REMOVE SUCH MATERIALS WITHOUT SPECIFIC
AUTHORIZATION FROM THE ENGINEER IN CHARGE.

THE CONTRACTOR SHALL BE RESPONSIBLE FOR PROTECTING ALL ADJACENT EXISTING SURFACES,
BUILDINGS AND/OR PROPERTIES. ALL DAMAGES CAUSED TO THE EXISTING SURFACES, BUILDINGS,
PROPERTIES, ETC. SHALL BE REPAIRED AND/OR RESTORED TO SATISFACTION OF THE ENGINEER
AT THE CONTRACTOR'S COST. IT IS RECOMMENDED THAT THE CONTRACTOR SURVEY THE
PROJECT SITE PRIOR TO THE COMMENCEMENT OF WORK TO DOCUMENT AND INFORM ENGINEER
OF ANY DAMAGES ALREADY EXISTING.

THE CONTRACTOR SHALL OBTAIN ALL REQUIRED BUILDING AND SUPPLEMENTAL PERMITS. THE
ARCHITECT WILL PROCESS FOR THE BUILDING PERMIT.

THE CONTRACTOR SHALL BE COORDINATED WITH THE ENGINEER PRIOR TO THE
COMMENCEMENT OF WORK. THE CONTRACTOR SHALL SUBMIT A WORKING SCHEDULE FOR
REVIEW AND APPROVAL.

ALL CONSTRUCTION, ALTERATION & DEMOLITION WORK SHALL CONFORM TO 1997 UFC ARTICLE 87.

THIS PROJECT CONFORMS TO THE AMERICAN WITH DISABILITIES ACT ACCESSIBILITY GUIDELINES.

ALL EXPOSED BOLTS, FASTENERS, ETC., BELOW 7' ABOVE THE FLOOR SHALL BE CUT FLUSH TO
THE NUT OR MADE SAFE TO PREVENT A HAZARDOUS CONDITION.
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FIRE PROTECTION SYMBOLS AND ABBREVIATIONS

HONOLULU FIRE DEPARTMENT NOTES

SYMBOL
NEW |EXISTING DESCRIPTION
FACP| | [FACP| | FIRE ALARM CONTROL PANEL
FEP POWER EXTENDER PANEL
'FTR, | FIRE ALARM TRANSMITTER
@P ($ :>P SMOKE DETECTOR, CEILING MOUNTED
i3 MANUAL PULL STATION, MOUNTED 48" AFF TO TOP
|¥| gvi HORN

COMBINATION HORN/VISIBLE

SPN STROBE
AFF ABOVE FINISH FLOOR
(TYP) TYPICAL

FIRE ALARM NOTES

1.

10.

11.

12.

13.

14.

15.

THE FIRE ALARM SYSTEM SHALL BE DESIGNED AND INSTALLED IN ACCORDANCE WITH
IBC 2018 AND NFPA 72, 2016.

ALL DEVICES AND EQUIPMENT SHALL BE UL LISTED OR FM APPROVED.

DEVICE LOCATIONS ARE CONCEPTUAL. FINAL QUANTITY AND LAYOUT SHALL BE IN
ACCORDANCE WITH APPLICABLE CODES, MANUFACTURER'S RECOMMENDATIONS, AND
EQUIPMENT LISTINGS. COORDINATE LOCATIONS WITH CEILING ELECTRICAL
INSTALLATION.

ALL FIRE ALARM CONDUIT SHALL BE 3/4" MINIMUM. ALL CONDUIT IN FINISHED AREAS
SHALL BE CONCEALED.

SYNCHRONIZE ALL VISUAL NOTIFICATION APPLIANCES. SYNCHRONIZE ALL AUDIBLE
NOTIFICATION APPLIANCES.

THE FIRE ALARM SIGNAL SHALL BE A TEMPORAL THREE PATTERN TONE.
VISUAL NOTIFICATION APPLIANCES SHALL BE SPACED IN ACCORDANCE WITH NFPA 72.

SIGNALING LINE CIRCUITS SHALL BE CLASS B, INITIATING DEVICE CIRCUITS SHALL BE
CLASS B, NOTIFICATION APPLIANCE CIRCUITS SHALL BE CLASS B.

SMOKE DETECTORS SHALL BE LOCATED A MINIMUM OF 3 FEET FROM SUPPLY AND
RETURN AIR DIFFUSERS.

PROVIDE SIGNAGE AT THE FIRE ALARM CONTROL PANEL IDENTIFYING THE POWER
PANEL AND CIRCUIT.

ALL CIRCUITS MUST BE PULLED FROM DEVICE TO DEVICE. NO SPLICES OR T-TAPPING
IS ALLOWED.

FIRE ALARM VISUAL DEVICES SHALL BE WHITE AND MARKED "FIRE" WITH CLEAR
LENSES.

PROVIDE A FIRE ALARM DOCUMENTS PANEL NEXT TO THE MAIN FACP AS REQUIRED BY
NFPA 72.

120 VAC SURGE SUPPRESSOR CONDUCTOR LENGTH BETWEEN SURGE SUPPRESSOR
AND CONNECTION TO THE PANEL SHALL BE A MINIMUM OF 4 FEET.

AUTOMATIC SMOKE DETECTION IS REQUIRED FOR THE FOLLOWING SPACES: AIR
TRAFFIC CONTROL CAB, UTILITY ROOMS, OFFICES, BATHROOMS, AND THE MEANS OF
EGRESS SERVING THE AIR TRAFFIC CONTROL TOWER AND SPACES SUPPORTING
TRAFFIC CONTROL TOWER FUNCTIONS.

4.4.5 IN AREAS THAT ARE NOT CONTINUOUSLY OCCUPIED, AUTOMATIC SMOKE DETECTION SHALL BE

PROVIDED AT THE LOCATION OF EACH FIRE ALARM CONTROL UNIT, NOTIFICATION APPLIANCE CIRCUIT

POWER EXTENDERS, AND SUPERVISING TRANSMITTING EQUIPMENT TO PROVIDE NOTIFICATION OF FIRE AT THAT
LOCATION

FIRE ALARM SYSTEM DESIGN, INSTALLATION, TESTING AND MAINTENANCE SHALL BE IN ACCORDANCE
WITH NFPA 72, NATIONAL FIRE ALARM CODE, NFPA 1, 2018 AND NFPA 101.

CHAPTER 4 FUNDAMENTALS OF FIRE ALARM SYSTEMS

4.4.1.4.2 MECHANICAL PROTECTION4.4.1.4.2.2 CIRCUIT DISCONNECTING MEANS SHOULD HAVE A

RED MARKING, SHALL BE ACCESSIBLE ONLY TO AUTHORIZED PERSONNEL AND SHALL BE IDENTIFIED AS "FIRE
ALARM CIRCUIT"

4.4.1.4.2.3 THE LOCATION OF THE CIRCUIT DISCONNECTING MEANS SHALL BE PERMANENTLY MARKED
AT THE FIRE ALARM CONTROL PANEL

SEC. 18-5.2 RETENTION OF PLANS

ONE SET OF APPROVED PLANS, SPECIFICATIONS, AND COMPUTATIONS SHALL BE RETAINED BY THE

BUILDING OFFICIAL FOR A PERIOD OF NOT LESS THAN 90 DAYS FROM DATE OF COMPLETION OF THE WORK
COVERED THEREIN AND ONE SET OF APPROVED PLANS SHALL BE RETURNED TO THE APPLICANT AND SAID SET
SHALL BE KEPT ON THE SITE OF THE BUILDING OR WORK AT ALL TIMES DURING THE WORK AUTHORIZED
THEREBY IS IN PROGRESS. (SEC. 18-5.2 R.0. 1978 (1983 ED.); AM. ORD. 93-59)

10.5.3.3 SERVICE PERSONNEL

SERVICE PERSONNEL SHALL BE QUALIFIED IN THE MAINTENANCE AND SERVICING OF SYSTEMS

ADDRESSED WITHIN THE SCOPE OF THE CODE. QUALIFIED PERSONNEL SHALL INCLUDE, BUT NOT BE LIMITED TO,

ONE OR MORE OF THE FOLLOWING:

1) PERSONNEL WHO ARE FACTORY TRAINED AND CERTIFIED FOR THE SPECIFIC TYPE AND BRAND  OF
SYSTEM BEING SERVICED

2) PERSONNEL WHO ARE CERTIFIED BY A NATIONALLY RECOGNIZED CERTIFIED BY A NATIONALLY
RECOGNIZED CERTIFICATION ORGANIZATION ACCEPTABLE TO THE AUTHORITY HAVING JURISDICTION

3) PERSONNEL, EITHER INDIVIDUALLY OAT THROUGH THEIR AFFILIATION WITH AN ORGANIZATION THAT IS
REGISTERED, LICENSED, OR CERTIFIED BY A STATE OR LOCAL AUTHORITY TO PERFORM SERVICE ON
SYSTEMS ADDRESSED WITHIN THE SCOPE OF THIS CODE.

4) PERSONNEL WHO ARE EMPLOYED AND QUALIFIED BY AN ORGANIZATION LISTED BY NATIONALLY
RECOGNIZED TESTING LABORATORY FOR THE SERVICING OF SYSTEMS WITHIN THE SCOPE OF THIS CODE

13.7.1.4.3* TO ENSURE OPERATIONAL INTEGRITY, THE FIRE ALARM SYSTEM SHALL HAVE AN APPROVED
MAINTENANCE AND TESTING PROGRAM COMPLYING WITH THE APPLICABLE REQUIREMENTS OF SECTIONS 13.4
AND 13.7.[101:9.6.1.5]

DETECTION, ALARM, AND COMMUNICATION SYSTEMS

13.7.1.1 WHERE BUILDING FIRE ALARM SYSTEMS OR AUTOMATIC FIRE DETECTORS ARE REQUIRED BY OTHER
SECTIONS OF THIS CODE, THEY SHALL BE PROVIDED AND INSTALLED IN ACCORDANCE WITH NFPA 70, NFPA 72,
NATIONAL FIRE ALARM CODE, AND SECTION 13.7. 2018 NFPA 1.

FIRE ALARM SYSTEM INSTALLATION AND MAINTENANCE SHALL BE IN ACCORDANCE WITH NFPA 72, NATIONAL FIRE
ALARM CODE, AND 2018 NFPA 1

13.7.1.4.9.8 AUDIBILITY. THE ALARM SIGNAL SHALL BE A DISTINCTIVE SOUND, WHICH IS NOT USED FOR ANY OTHER
PURPOSE OTHER THAN THE FIRE ALARM. ALARM-SIGNALING DEVICES SHALL PRODUCE A SOUND THAT EXCEEDS
THE PREVAILING EQUIVALENT SOUND LEVEL IN THE ROOM OR SPACE BY 15 DECIBELS MINIMUM, OR EXCEEDS
ANY MAXIMUM SOUND LEVEL WITH A DURATION OF 60 SECONDS MINIMUM BY 5 DECIBELS MINIMUM, WHICHEVER

HONOLULU FIRE DEPARTMENT NOTES

13.7.3.2.1 APPROVAL AND ACCEPTANCE.

13.7.3.2.1.2 BEFORE REQUESTING FINAL APPROVAL OF THE INSTALLATION, IF REQUIRED BY THE
AHJ, THE INSTALLING CONTRACTOR SHALL FURNISH A WRITTEN STATEMENT STATING THAT THE
SYSTEM HAS BEEN INSTALLED IN ACCORDANCE WITH APPROVED PLANS AND TESTED IN
ACCORDANCE WITH THE MANUFACTURER'S SPECIFICATIONS AND THE APPROPRIATE NFPA
REQUIREMENTS. [72:4.5.1.2]

13.7.3.2.1.3* THE RECORD OF COMPLETION FORM, FIGURE 4.5.2.1 OF NFPA 72, SHALL BE
PERMITTED TO BE A PART OF THE WRITTEN STATEMENT REQUIRED IN 13.7.3.2.1.2. WHEN MORE
THAN ONE CONTRACTOR HAS BEEN RESPONSIBLE FOR THE INSTALLATION, EACH CONTRACTOR
SHALL COMPLETE THE PORTIONS OF THE FORM FOR WHICH THAT CONTRACTOR HAD
RESPONSIBILITY.

13.7.3.2.1.4 THE RECORD OF COMPLETION FORM, FIGURE 4.5.2.1 OF NFPA 72, SHALL BE
PERMITTED TO BE A PART OF THE DOCUMENTS THAT SUPPORT THE REQUIREMENTS OF
13.7.3.2.1.3. 2018 NFPA 1.

FIRE SAFETY NOTE

16.1.1 STRUCTURES UNDERGOING CONSTRUCTION, ALTERATION, OR DEMOLITION OPERATIONS,
INCLUDING THOSE IN UNDERGROUND LOCATIONS, SHALL COMPLY WITH NFPA 241, STANDARD
FOR SAFEGUARDING CONSTRUCTION, ALTERATION, AND DEMOLITION OPERATIONS, AND THIS
CHAPTER. 2018 NFPA 1.

ALTERATION OF BUILDINGS
16.4.4.1 WHERE THE BUILDING IS PROTECTED BY FIRE PROTECTION SYSTEMS, SUCH SYSTEMS
SHALL BE MAINTAINED OPERATIONAL AT ALL TIMES DURING ALTERATION.

16.4.4.2 WHERE ALTERATION REQUIRES MODIFICATION OF A PORTION OF THE FIRE PROTECTION
SYSTEM, THE REMAINDER OF THE SYSTEM SHALL BE KEPT IN SERVICE AND THE FIRE
DEPARTMENT SHALL BE NOTIFIED.

16.4.4.3 WHEN IT IS NECESSARY TO SHUT DOWN THE SYSTEM, THE AHJ SHALL HAVE THE
AUTHORITY TO REQUIRE ALTERNATE MEASURES OF PROTECTION UNTIL THE SYSTEM IS
RETURNED TO SERVICE.

16.4.4.4 THE FIRE DEPARTMENT SHALL BE NOTIFIED WHEN THE SYSTEM IS SHUT DOWN AND
WHEN THE SYSTEM IS RETURNED TO SERVICE.

10.8.1.1 AS NECESSARY DURING EMERGENCIES, MAINTENANCE, DRILLS, PRESCRIBED TESTING,
ALTERATIONS, OR RENOVATIONS, PORTABLE OR FIXED FIRE-EXTINGUISHING SYSTEMS OR
DEVICES OR ANY FIRE-WARNING SYSTEM SHALL BE PERMITTED TO BE MADE INOPERATIVE OR
INACCESSIBLE.

13.1.9 WHEN A FIRE PROTECTION SYSTEM IS OUT OF SERVICE FOR MORE THAN 4 HOURS IN A
24-HOUR PERIOD, THE AHJ SHALL BE PERMITTED TO REQUIRE THE BUILDING TO BE EVACUATED
OR AN APPROVED FIRE WATCH TO BE PROVIDED FOR ALL PORTIONS LEFT UNPROTECTED BY
THE FIRE PROTECTION SYSTEM SHUTDOWN UNTIL THE FIRE PROTECTION SYSTEM HAS BEEN
RETURNED TO SERVICE.

IS LOUDER. SOUND LEVELS FOR ALARM SIGNALS SHALL BE 110 DECIBELS MAXIMUM. 2018 NFPA 1, AMENDED.
AUDIO DEVICE ——— = @ |
/ I
VISUAL OR AUDIO/
VISUAL DEVICE —]
\ < I
50" MAX.
’< —
CEILING MANUAL FIRE — .
ALARM PULL >
STATION/’mH]l Ny
DETECTOR LOCATION IS \
ACCEPTABLE HERE = :
Q
= o
% 5
TOP OF DETECTOR ! =
ACCEPTABLE HERE \ :
SIDEWALL ! 1 !
*  |F CEILING HEIGHT DOES NOT PERMIT MOUNTING HEIGHTS NOTED FOR AUDIO DEVICES WHILE
™~ LEAVING A MINIMUM OF 6-INCHES BETWEEN THE CEILING AND THE TOP OF THE AUDIO DEVICE, THE
s ABOVE ACCEPTABLE HEIGHT \ I DEVICE SHALL BE MOUNTED AT 6-INCHES BELOW CEILING MEASURED TO THE TOP OF THE DEVICE.
BELOW ACCEPTABLE HEIGHT ﬂlﬁ *  |F CEILING HEIGHT DOES NOT PERMIT MOUNTING HEIGHTS NOTED FOR VISUAL OR AUDIO/ VISUAL
a DEVICES WHILE LEAVING A MINIMUM OF 6-INCHES BETWEEN THE CEILING AND THE TOP OF THE

VISUAL OR AUDIO/ VISUAL DEVICE, THE DEVICE SHALL BE MOUNTED AT 6-INCHES BELOW CEILING
MEASURED TO THE TOP OF THE DEVICE.

SMOKE DETECTOR MOUNTING DETAIL

1 NOT TO SCALE

TYPICAL MOUNTING DETAIL FOR FIRE ALARM DEVICES
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To the best of my knowledge, this project's design substantially conforms to the
Building Energy Conservation Code for:

CITY AND COUNTY OF HONOLULU
REVISED ORDINANCES OF HONOLULU 1990

Signature:

Name:
Title:

CHAPTER 32

Building Component System
Electrical Component System
Mechanical Component System

Date; SEPTEMBER 2022

Jason Yogi, P. E.

Principal

License No.: 9062-E

LUMINAIRE SCHEDULE

TYPE LAMP DESCRIPTION
A 45W LED 4000°K | COLUMBIA LIGHTING LJT24-40K-HLG-FSA12-LUTH-UNV
o SIMILAR TO LUMINAIRE TYPE "A"
AE 4SWLED 4000°K EXCEPT WITH EMERGENCY BATTERY PACK
PRESCOLITE AKTMDLED-156-40K-8-FL35-WH. PROVIDE
B 24W LED 4000°K | 120V SINGLE CIRCUIT TRACK (WHITE). PROVIDE
ACCESSORIES AND EQUIPMENT AS REQUIRED
C 45W LED 4000°K | COLUMBIA LIGHTING LJT24-40K-HLG-FSA12-E-UNV
o SIMILAR TO LUMINAIRE TYPE "C"
CE 4SWLED 4000°K EXCEPT WITH EMERGENCY BATTERY PACK
o SIMILAR TO LUMINAIRE TYPE "CE"
DE 4SWLED 4000°K EXCEPT WITH FLANGE FOR PLASTER CEILING
EE 45W LED 4000°K | COLUMBIA LIGHTING LJT14-40K-HLSM-FSA12-E-UNV-ELL14
X LED DUAL LITE EVE-U-G-W-E
XEM LED DUAL LITE EVC-U-G-W
NOTES: 1. ALL LUMINAIRES SHALL BE U.L. LISTED FOR THEIR INTENDED

USE AND FOR THE LOCATIONS THEY ARE TO BE UTILIZED.

2. PROVIDE ALL ACCESSORIES, EQUIPMENT AND WIRING
AS REQUIRED FOR COMPLETE, OPERABLE SYSTEMS.

DEMOLITION NOTES

EXISTING PLANS DO NOT INDICATE COMPLETE EXISTING WIRING CONDITIONS.

CONTRACTOR SHALL VERIFY EXISTING CONDITIONS PRIOR TO START OF WORK.

BEFORE ANY WIRING IS CUT, CONTRACTOR SHALL VERIFY USAGE OF WIRING
TO BE CUT TO ASSURE THAT SERVICES REQUIRED ARE NOT DISCONTINUED.
PROVIDE ADDITIONAL WIRING DEVICES AND OTHER ACCESSORIES TO ENSURE
CONTINUITY OF SERVICE TO OTHER PARTS OF INSTALLATION TO REMAIN.

REMOVE ALL EXISTING WIRING NOT TO REMAIN IN SERVICE.
REMOVE ALL CONDUITS NO LONGER REQUIRED.

PHASE WORK TO ASSURE CONTINUITY OF ELECTRICAL, TELEPHONE AND
SIGNAL SERVICES TO PARTS OF FACILITIES THAT WILL REMAIN IN USE.

REMOVE ALL EXISTING LIGHTING FIXTURES, RECEPTACLES AND SWITCHES
INDICATED TO BE REMOVED OR NO LONGER REQUIRED. BLANK OUTLETS
AND PLUG ALL HOLES IN BOXES AND CABINETS.

ABANDON CONDUITS BELOW GRADE NO LONGER REQUIRED. PULL OUT
ALL WIRES IN ABANDONED CONDUITS.
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NOTES:

1.

ELECTRICAL SYMBOLS

EXISTING CEILING LUMINAIRE

EXISTING CEILING LUMINAIRE TO BE REMOVED
CEILING LED LUMINAIRE
CEILING LED LUMINAIRE WITH EMERGENCY BATTERY PACK

CEILING EXIT LIGHT, DARKENED SEGMENTS INDICATES
ILLUMINATED SIDES AND ARROWS INDICATES DIRECTIONS

WALL EXIT LIGHT, DARKENED SEGMENT INDICATES
ILLUMINATED SIDE AND ARROW INDICATES DIRECTIONS

COMBINATION WALL EXIT LIGHT AND EMERGENCY LIGHT,
DARKENED SEGMENT INDICATES ILLUMINATED SIDES
AND ARROWS INDICATES DIRECTIONS

EXISTING TRACK LIGHT LUMINAIRE TO BE REMOVED
TRACK LIGHT LED LUMINAIRE

EXISTING EMERGENCY LIGHT TO BE REMOVED

EXISTING SWITCH TO BE REMOVED

SWITCH, 1P20A, +4'-0" TO TOP OF DEVICE

SWITCH, 3W20A, +4'-0" TO TOP OF DEVICE

EXISTING DIMMING SWITCH TO BE REMOVED

ELECTRONIC DIMMING SWITCH, DUAL TYPE AND RATING AS
REQUIRED TO DIM LOAD INDICATED, +4'-0" TO TOP OF DEVICE

WALL OCCUPANCY SENSOR, TECHNOLOGY TYPE,
+4'-0" TO TOP OF DEVICE

CEILING OCCUPANCY SENSOR, DUAL TECHNOLOGY TYPE,
PROVIDE POWER PACKS AS REQUIRED

EXISTING DUPLEX CONVENIENCE OUTLET TO BE REMOVED

DUPLEX CONVENIENCE OUTLET, 3W20A,
GROUNDING TYPE, +18" UNLESS OTHERWISE NOTED

DUPLEX CONVENIENCE OUTLET, 3W20A, GROUND FAULT
INTERRUPTER TYPE, +18" UNLESS OTHERWISE NOTED

EXISTING SURFACE METAL RACEWAY WITH RECEPTACLES
TO BE REMOVED

EQUIPMENT CONNECTION

EXISTING WALL JUNCTION BOX TO BE REMOVED
WALL JUNCTION BOX, 4-11/16" SQUARE MINIMUM
EXISTING CEILING JUNCTION BOX TO BE REMOVED
CEILING JUNCTION BOX, 4-11/16" SQUARE MINIMUM
LARGE JUNCTION BOX

EXISTING PANELBOARD

WEATHERPROOF

LUMINAIRE DESIGNATION, TYPE "A" INDICATED

WIRING IN EXISTING RACEWAY
WIRING IN EXISTING RACEWAY TO BE REMOVED
WIRING IN EXPOSED RACEWAY

WIRING IN FLEXIBLE RACEWAY

ANY CIRCUIT WITH NO FURTHER DESIGNATION INDICATES A
TWO WIRE CIRCUIT. CIRCUITS WITH ADDITIONAL WIRES ARE
INDICATED AS FOLLOWS: —##— , 3 WIRES: -##— , 4 WIRES, ETC.

GROUND WIRE PER NATIONAL ELECTRICAL CODE INDICATED AS
FOLLOWS; —— .

ALL EXPOSED CONDUIT AND BOXES SHALL BE PAINTED TO
MATCH ADJACENT WALL OR CEILING SURROUNDING.
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NEW 3/4"C, 2#12, 1#12 GND

PROVIDE SURFACE JUNCTION
BOX WITH BLANK DEVICE
PLATE OVER EXISTING
JUNCTION BOX

EXISTING PANEL "H"

RELOCATED

NEW 3/4"C, 2#12, 1#12 GND. COORDINATE ROUTING

WATER COOLER IN FIELD TO PANEL "H" WITH STATE. PROVIDE ADDITIONAL

JUNCTION BOXES AND CONDUIT AS REQUIRED

H-26

H T

REFRI/EB/

(N
N\

TO EXISTINGS

208Y/120V, 3@, 4W

(LOCATED ON LEVEL BELOW).
VERIFY EXACT LOCATION IN
FIELD. UTILIZE EXISTING
1P20A SPARE BKR IN SPACE
26 FOR NEW REFRIGERATOR

RECEP FOR LIGHT GUN
MTD FLUSH ON CLG

CIRCUIT
(J)

CONNECT TO
EXISTING CIRCUIT

RECEP FOR LIGHT GUN
MTD FLUSH ON CLG
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REMOVE EXISTING LUMINAIRE
AND PROVIDE NEW TYPE
LUMINAIRE. CONNECT TO
EXISTING CKT (TYP)
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NOTES:

1. CONTRACTOR SHALL REMOVE EXISTING LIGHTING CONTROLS IN AREAS WITH
NEW LIGHTING SHOWN. PROVIDE NEW LIGHTING CONTROLS AS INDICATED.

2. CONTRACTOR SHALL REMOVE ALL EXISTING LUMINAIRES IN AREAS
WITH NEW LIGHTING SHOWN.

3. CONTRACTOR SHALL REMOVE ALL EXISTING BRANCH CIRCUIT WIRING
NO LONGER IN USE, COMPLETE.

B

CONTRACTOR SHALL PROVIDE ALL JUNCTION BOXES, EQUIPMENT
AND WIRING AS REQUIRED
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