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NEW PLAN

EXST. SPIRAL
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OPEN SHELVING
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RELOCATE EXST.
REFRIGERATOR
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RELOCATED EXST.
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NEW S.S. HAND SINK &
GOOSENECK FAUCET
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W/ACCESS PANEL
IF NEC.
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"

VERIFY SIZE AND LOCATE
ALL EXST EQPM SHROUDS
TYP.  RETAIN AS
NECESSARY FOR NEW
MATCHING SHROUDS.

EXST. EQPM
SHROUDS TYP
VERIFY LOCATION &
DIMENSIONS PRIOR
TO REMOVAL

1/2" ACRYLIC
TOP OVER
ENTIRE WORK
SURFACE

34" HIGH COUNTER.  OTHER AREAS
WHERE THE  WORKSTATIONS ARE
SHALL BE 29" H.  COUNTER TO
STEP AT END OF REFERIGERATOR

RELOCATED
EQUIPMENT TYP.

NEW ACCESS
DOOR W/PANIC
HARDWARE &
CLOSER PAINT TO
MATCH EXST.

LEVEL 1/2"
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LANDING

NEW WINDOW
FILM ALL
WINDOWS TYP

NEW SOFT
CLOSE GATE
MCMASTER-CARR
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GLASS
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METAL PLATE
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BRACKETS
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SHADE MATERIAL
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PV-128 K-BAR

PV-128 CORD
ATTACHMENT
BRACKET

PV-128 CDC (CORD
DIRECTIONAL CHANGE)
OR PV-128 CBL LOCK
PULLEY

SINGLE BLACK
CORD IS
SECURED TO
METAL K-BAR AT
CENTER OF
SHADE

INSTALLER NOTE: POSITION
BRACKETS SO THAT CLEARANCE IS
PROVIDED TO FLOP THE K-BAR
OVER THE ROLLER TO LOOSEN OR
TIGHTEN SPRING MOTOR TENSION.
(IF THE BRACKET IS TOO CLOSE TO
THE WALLS OF THE SHADE POCKET,
THE SHADE MUST BE REMOVED
FROM THE BRACKET FOR SPRING
ADJUSTMENTS.).

1 3/4” DIAMETER (45 MM)
METAL SPRING ROLLER
EXERTS CONSTANT
TENSION AND HOLDS
MATERIAL OFF GLASS TO
SIMULATE GLASS ANGLE
SLOPE, MINIMIZE LIGHT
REFLECTIONS & PREVENT
CONTACT WITH GLASS

SHADE MOUNT DETAIL
SCALE: 3" = 1'-0"
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NEW WALL W/3-5/8"
MTL STUDS @ 16" O.C.
W/5/8" TYPE "X" GYP
BD W/PAINT FIN.

3'-11 1/2"

13
'-1

1 
7/

8"

EXST. DOOR
TO REMAIN TYP

EXST. WALL
TO REMAIN
TYP

EXST. WINDOWS
& TREATMENTS TO
REMAIN TYP

MGRS OFFICE

LOBBY

MENS RR
WOMENS RR

STOR

STOR

RECEPTION

STOR

STOR

STOR

STOR
TRAINING

SIMULATOR

RECEPTION

OPRN AREA

UNISEX
RR

UNISEX
RR

BOOTH BOOTH

BOOTHBOOTH

OFFICE

UTILITY

UTILITY

REPLACE EXST. CARPET W/NEW VCT
& 4" RUBBER BASE IN OFFICE AREA.
UTILITY & RR FLOORING TO REMAIN

NEW PAINT FINISH
AT ALL WALLS,
TRIMS, THROUGHOUT

CLEAN & RE-FURBISH
EXST DOOR. ADJUST
EXST. DOOR CLOSER
PRESSURE.

ALL EXST. EQPM
TO REMAIN.
REMOVE ALL
DEBRIS, AND
CLEAN
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EXST. WALL
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CLEAN EXST. R.R.
WALLS, FLOORS,
CEILING, AND
FIXTURES.

16'-11 1/2"

15
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AREA OF
WORK
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24
'-1
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AREA OF
WORK

CONF RM
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4" CONC. SLAB ON GRADE
W/ #4 @ 12" O.C. E.W.
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"
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FINISH
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1
4" : 1-0"
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B
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BRAILLE
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EXIT SIGN
(6 UNIT COUNT)
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EVEN BACKING

1/4" DIA. SCREW & EXPANSION
SHIELD. EPOXY ANCHORS
OPTIONAL TYP. (CONDITION
WHERE OCCURS)

NOTE:
- ALL EDGES OF SIGN SHALL BE
9" FROM ALL FACE OF BLDGS OR
DOOR FRAMES

- SIGNS HEIGHTS SHALL BE
PROVIDED SUCH THAT THE
BOTTOM OF LETTERS ARE NO
LESS THAN 48" A.F.F. & NOT TO
EXCEED 60" A.F.F.

4"

SIZE

1"
1 
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4"

1 
3/

4"

A

1"1"
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2"

LC
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LETTERS
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OFFICE

STOR

OFFICE
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TRAINING  AREA
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6'
-0

"
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R
IF

Y

10'-0"
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(E)ROOF VENT
W/NEW PAINT
FINISH TO MATCH
EXST. & NEW
ROOF COATING
TYP OF 2

(E)ROOF ABV

(E)ROOF VENT
W/NEW PAINT
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EXST. & NEW ROOF
COATING TYP OF 2

(E)ROOF CURB.
W/NEW ROOF
COATING TYP.
SEE DET. 3/A008

EXST. MECH
EQUIPMENT/DUCTS
TO REMAIN TYP

(E)WALL
BELOW

(E)ROOF
LADDER

(N)FLASHING
DRIP EDGE
SEE DET. 1/A008

(N)FLASHING AT
WALL SEE DET.
2/A008

(E)MAINTENANCE
BLDG BEYOND

(E)MAIN ENTRY
BELOW

(E)SECOND FLR
OFFICES BEYOND

S.S. STRAINER

FLUID APPLIED
ROOFING SYSTEM &
WATERPROOFING
TYP1X3 DRIP EDGE

CONT. S.S.
CLEAT &
FLASHING

R20 RIGID
INSULATION

EXST. ROOF
DECK. VERIFY
SUBSTRATE & PREP
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EXST.  WALL

NEW SEALANT
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N
EW

 G
AL

V 
M

TL
.

G
U

TT
ER

 T
O

M
AT

C
H

 E
XS

T

5"

SE
E 

R
O

O
F

PL
AN

S.S. D.S.
PAINTED

S.S. STRAPS
48" O.C. MAX.

NOTE:
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EXST WOOD
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EXST FLASHING TYP

EXST. ROOF
DECK
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(E) WAC

(E) WAC

1

1

(E) FCU

1

TRAINING SIMULATOR STOR

RECEPTIONSTOR

STOR

OPRN AREA

STOR

BOOTH

BOOTH

BOOTH

BOOTHUNISEX RR

LOBBY

CONF

MGRS OFFICEWOMENS RRMENS RR

STOR

STOR

UTILITY

OFFICE

UNISEX RR

(E) SAG TO
REMAIN

CUT AND CAP
CHWS/R AT POR

(E) REFRIGERANT AND
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(E) 6X6 OA INTAKE
LOUVER TO REMAIN

2

(E) WAC
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(E) CONDENSATE DRAIN
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NORTH

MECHANICAL NEW WORK NOTES

INSTALL NEW  WALL MOUNTED FCU.

INSTALL NEW FCU, ACCESORIES, DUCTWORK,
DUCT ACCESSORIES. AND AIR DEVICES.

INSTALL NEW ACCU AND ACCESSORIES.

1

3

MECHANICAL GENERAL NOTES

REFER TO M-102 FOR T-STAT LOCATIONS, AND
REFRIGERANT AND CONDENSATE PIPE ROUTING.

PROVIDE CLEARANCES AROUND ALL HVAC
EQUIPMENT PER MANUFACTURER'S
RECOMMENDATION.
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ACCU
5

FCU
14

FCU
13

FCU
12

3

2

(E) CONDENSATE TO
DAYLIGHT TO EXTERIOR

3

CONDENSATE TO TERMINATE
AT GRADE AND DAYLIGHT TO
THE EXTERIOR.

(E) FCU

4

CONDENSATE PIPING UP TO
2ND FLOOR. CONDENSATE TO
TERMINATE TO GRADE, TYP.

ACCU
4

ACCU
2

1

USE EXISTING PENETRATION
AND PIPE ROUTING FOR CD FOR
FCU-14. PROVIDE NEW LINESET
COVER IF NECESSARY.

T

T

ACCU
1C
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1B

ACCU
DOAS

ACCU
1A

ACCU
3

REFRIGERANT AND CONDENSATE
PIPING UP TO 2ND FLOOR.
CONDENSATE PIPING TO
TERMINATE TO GRADE, TYP.

REFRIGERANT AND CONDENSATE
PIPING UP TO 2ND FLOOR.
CONDENSATE PIPING TO
TERMINATE TO GRADE, TYP.

CONDENSATE PIPING UP TO
2ND FLOOR. CONDENSATE TO
TERMINATE TO GRADE, TYP.

POC, TYP.

2

3
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NORTH

1

MECHANICAL NEW WORK NOTES

INSTALL NEW WALL MOUNTED FCU,  T-STAT,
REFRIGERANT PIPING, AND CONDENSATE PIPING.

INSTALL NEW FCU, T-STAT, REFRIGERANT PIPING,
AND CONDENSATE PIPING.

INSTALL NEW ACCU. PROVIDE NEW REFRIGERANT
PIPING TO THE FCU'S. PROVIDE CLEARANCES PER
MANUFACTURER'S RECOMMENDATIONS.
REFRIGERANT PIPING TO BE SIZED PER
MANUFACTURER'S RECOMMENDATIONS.

CONNECT CONDENSATE PIPE FROM FC-14 TO THE
EXISTING CONDENSATE PIPE ON THE EXTERIOR
WALL.
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NORTH

MECHANICAL GENERAL NOTES

REFER TO M-103 FOR T-STAT LOCATIONS, AND
REFRIGERANT AND CONDENSATE PIPE ROUTING.

PROVIDE CLEARANCES AROUND ALL HVAC
EQUIPMENT PER MANUFACTURER'S
RECOMMENDATION.

MECHANICAL NEW WORK NOTES

INSTALL NEW  WALL MOUNTED FCU.

INSTALL NEW FCU'S, ACCESSORIES, T-STAT,
DUCTWORK, DUCT ACCESSORIES, AND AIR DEVICES.

INSTALL NEW DOAS UNIT, ACCESSORIES, T-STAT,
DUCTWORK, DUCT ACCESSORIES, AND AIR DEVICES.

INSTALL NEW ACCU AND ACCESORIES, TYP.
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MECHANICAL GENERAL NOTES

REFRIGERANT PIPING TO BE SIZE PER
MANUFACTURER'S RECOMMENDATION.
SCHEMATICS CAN BE FOUND ON M-501.

PROVIDE CLEARANCES AROUND ALL HVAC
EQUIPMENT PER MANUFACTURER'S
RECOMMENDATION.

MECHANICAL NEW WORK NOTES

CONDENSATE DRAIN TO PENETRATE THROUGH
EAVE TO THE FIRST FLOOR AND DAYLIGHT TO THE
EXTERIOR.

REFRIGERANT PIPING TO PENETRATE THROUGH
THE EAVE TO THE FIRST FLOOR AND CONNECT TO
ACCU.

INSTALL NEW ACCU. PROVIDE NEW REFRIGERANT
PIPING TO THE FCU'S. PROVIDE CLEARANCES PER
MANUFACTURER'S RECOMMENDATIONS.
REFRIGERANT PIPING TO BE SIZED PER
MANUFACTURER'S RECOMMENDATIONS.
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