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THE FOREIGN-TRADE ZONE NO. 9 
ELECTRICAL REPAIRS AND  

AS-NEEDED ELECTRICIAN SERVICES 
 

SPECIFICATIONS 
 

 
1.01 SCOPE 
 

The purpose of this solicitation is to provide Electrical Repairs and As-Needed 
Electrician Services to the Foreign-Trade Zone No. 9, Pier 2, 521 Ala Moana, Honolulu, 
Hawaii.  CONTRACTOR shall provide (1) immediate services, and (2) regular “as-
needed” and (3) emergency “as needed” electrician services for the Foreign-Trade Zone 
(FTZ), Pier 2 location.   
 
The “as needed” services may include but are not limited to, replacing emergency 
ballasts, installation of electrical sub-meters, electrical wiring and lights, installation of 
electrical contactors, outlets and switches, trouble-shooting electrical circuits, replacing 
circuit breakers, and other miscellaneous electrical work. 
 
For the purposes of this solicitation, the FTZ may be referred to as “FTZ” or “STATE.” 

 
1.02 SPECIFICATIONS 
 

The CONTRACTOR shall furnish all labor, tools, equipment, materials, supplies, 
supervision, and all other items to satisfactorily provide electrician services to the FTZ 
facility at Pier 2, except where specified.   
 
Immediate Services 
 

1. Emergency ballast replacement in Homer Maxey Center office.  FTZ shall 
provide the emergency ballast.   
 

2. Installation of lighting fixture on 
existing light pole in the FTZ parking 
lot.  FTZ shall provide the fixture and a 
man lift to access the light pole.  The 
fixture shall be mounted above the 
electrical box (circled in yellow) to 
illuminate the cross walk.   
 
The light fixture specifications are 
included in a separate attachment to 
this solicitation.   
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3. Repair of electrical outlets at Roll-up Door 67 and Administrator’s office. 
 

4. Installation of a junction box near Fire 
Riser #5.  Another pair of wires needs 
to be added to a full junction box.  
Either a larger box or another box to 
accommodate all the wiring would be 
acceptable.  See pictures of the full 
junction box and area around the box 
(following page).   
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Regular As-Needed Service.  Unless otherwise specified, regular services shall be 
provided between the hours of 7:30 a.m. and 4:00 p.m., except on weekends and on State 
holidays within 24 hours of a service request.  Workers shall report to the OIC prior to 
commencement of work and also before leaving the premises.  The FTZ hours of 
operation are until 4:00 p.m. on weekdays, and work should be completed in advance of 
this time so the warehouse and office areas can be secured. 
 
Emergency As-Needed Service.  Unless otherwise specified, emergency services shall be 
provided within four (4) hours of a service request, between the hours of 7:30 a.m. and 
4:00 p.m., except on weekends and on State holidays.  Workers shall report to the OIC 
prior to commencement of work and also before leaving the premises.   
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Materials for Repairs.  The CONTRACTOR shall supply all necessary repair parts at the 
rate of cost plus ten (10) percent.  A copy of the original invoice for the part must be 
supplied to the FTZ Officer-In-Charge (OIC) for review and approval prior to purchase.  
All repair parts which exceed the budgeted parts allowance amount of TWO 
THOUSAND AND NO/100 DOLLARS ($2,000.00) shall be solicited by the FTZ with 
part specifications supplied by the CONTRACTOR.  The FTZ shall acquire the part(s) 
separately from the Contract and supply the part to the CONTRACTOR for installation. 
 
 

1.03 OFFICIAL CONTACT PERSON 
 

The official contact person for all communications regarding this SOLICITATION is: 
 

Tsurumi Hamasu, Business Manager 
Department of Business, Economic Development, and Tourism 
Foreign-Trade Zone No. 9 
Business Office, Suite 101 
521 Ala Moana Boulevard 
Honolulu, Hawaii  96813 
Telephone:  (808) 586-2510 
Fax:  (808) 586-2513 
Email:  bids@ftz9.org 

 
1.04 OFFICER-IN-CHARGE (OIC) 
 

For the purposes of an award under this solicitation, if any, Tsurumi Hamasu, Business 
Manager of the Foreign Trade Zone No. 9, is the Officer-in-Charge; she may also assign 
a designated Officer-in-Charge (OIC). 

 
1.05 TERM OF SERVICES 
 

1. Term of Services 
 

The services described herein shall commence upon a written Notice to Proceed.  
Services identified by the FTZ as “immediate services” shall be completed within 
four (4) months from the Notice to Proceed.  As-needed services shall continue for 
twelve (12) months from the Notice to Proceed, unless sooner terminated as 
provided in the General Conditions. 
 
The as-needed services may be extended without the necessity of re-soliciting bids, 
for UP TO FOUR (4) additional TWELVE (12) month periods in accordance with 
the following: 
 
a. CONTRACTOR satisfactorily provides the services requested during the 

preceding period(s) of performance;  
b. Funds are available to pay for the services;  
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c.  The FTZ (STATE) wishes to exercise its option to extend the Contract; 
d. The Contract price remains the same or lower than the initial price bid, 

except for any allowable increase related to increased wages of public 
employees performing similar work; 

e. Any extension shall be mutually agreed upon in writing a minimum of 
thirty (30) days prior to expiration of the Contract. 

 
2. Non-Performance of Work or Late Deliveries 
 

In the event the CONTRACTOR fails, refuses, or neglects to perform the services 
in accordance with the requirements under this SOLICITATION, the STATE 
reserves the right to purchase, in the open market, a corresponding quality and 
quantity of the services specified herein, and to deduct the costs thereof from any 
monies due, or that may thereafter become due to the CONTRACTOR.  In the 
event that any monies due to the CONTRACTOR are insufficient for said 
purpose, the CONTRACTOR shall pay the difference upon demand by the 
STATE.  The STATE may also utilize all other remedies provided by law.  

 
1.06 QUALITY CONTROL 
 

1. Liquidated damages.  Liquidated damages are fixed at the sum of TWENTY-FIVE 
AND NO/100 DOLLARS ($25.00) for each and every calendar day the 
CONTRACTOR fails to perform, in whole or in part, any of his/her obligations 
specified hereunder.  Liquidated damages may be deducted from any payments due 
or that may thereafter become due to the CONTRACTOR. 

 
In the event the CONTRACTOR fails, refuses, or neglects to perform the services 
in accordance with the requirements of this SOLICITATION, the STATE reserves 
the right to purchase, in the open market, a corresponding quality and quantity of 
the services specified herein and to deduct the costs thereof from any monies due or 
that may thereafter become due to the CONTRACTOR. 
 
In the event that any monies due to the CONTRACTOR are insufficient for said 
purposes, the CONTRACTOR shall pay the difference upon demand by the 
STATE.  The STATE may also utilize all other remedies provided by law. 

 
2. The CONTRACTOR must assure and be responsible for the continuity of service 

activities in the event of staff illness, medical emergencies, vacancies, or other 
situations that result in program resources that are less than proposed and contracted 
for.  The CONTRACTOR must not require or depend on STATE staff to provide 
service activities in the event that program resources are not available due to the 
above situations. 

 
3. When a disagreement arises between the CONTRACTOR and the STATE in 

regards to the performance of specific service requirements hereunder, the wishes 
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of the STATE shall prevail.  Failure on the part of the CONTRACTOR to comply 
shall be deemed cause for corrective action and subject to contractual remedies. 

 
4. The STATE reserves the right to reduce, amend, or expand the “Scope of Services.”  

 
1.07 WORK CONDUCT 
 

1. General.  The CONTRACTOR shall perform all services in a safe and efficient 
manner.  The CONTRACTOR shall employ the best industry practices to provide 
services as specified herein.  The CONTRACTOR shall further assure that the 
performance of work specified herein shall be in complete compliance with any 
applicable rules and regulations of all federal, state, and local governmental 
agencies.  The CONTRACTOR shall be required to have any contractor license 
necessary to perform this work. 

 
2. Work performance.  The CONTRACTOR shall be solely responsible for the 

satisfactory completion of all work performed in accordance with the specifications 
herein. 

 Services shall be provided with a minimum of interruption to the regular course of 
FTZ operations.  The CONTRACTOR shall perform all work in a professional 
manner. 

 
3. Safe performance of work.  The CONTRACTOR shall be required to protect the 

occupants and the general public from any unsafe conditions during the 
performance of services and/or as a result of the services.  The CONTRACTOR 
shall provide and use safety devices such as barricades, cones, barriers and the like, 
as required. 

 
4. Protection of work site and damages.  The CONTRACTOR shall exercise care and 

provide all necessary protection to prevent injury and/or damage to any existing site 
amenities. 

 
1.08 SPECIAL CONDITIONS 

1. The Director of the Department of Business, Economic Development, and Tourism 
or his designated representative, the FTZ Administrator, reserves the right to cancel 
this solicitation at any time and all bids may be rejected in whole or in part when it 
is in the best interest of the STATE. 

2. Award, if any, shall be made on a firm hourly basis to the responsive and 
responsible bidder who has submitted the lowest bid in accordance with this 
solicitation.  The award shall be based on the total bid for the work described 
herein. 

3. All work and products shall conform to all applicable City and County, State and 
Federal rules and regulations. 
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4. Contractor shall be required to have any contractor, vocational, or professional 
license necessary to perform this work. 

5. Contracts to supply services in excess of $25,000 to governmental agencies require 
bidders to certify that the services shall be performed by employees paid at wages 
or salaries not less than the wages paid to public officers and employees for similar 
work, and that all applicable laws of the federal and state governments relating to 
workers’ compensation, unemployment compensation, payment of wages, and 
safety will be fully complied with.  Failure to comply with the conditions of this 
section during the period of the Contract may result in cancellation of the Contract. 

5. CONTRACTOR shall provide the following minimum insurance limits and 
coverage in accordance with the terms of this LIABILITY INSURANCE provision: 

Coverage  Limits 

Commercial General Liability 
(occurrence form) 

 $1,000,000 combined single limit 
per occurrence for bodily injury and 
property damage. $2,000,000 
aggregate coverage. 

 
AUTOMOBILE INSURANCE provision: 

Coverage  Limits 

Automobile contractual liability 
Uninsured and Underinsured motorist 
coverage 
Basic No-Fault and Personal Injury 
Protection (occurrence form) 

 $1,000,000 per accident or: 
Bodily Injury 
     $1,000,000 per person 
     $1,000,000 per accident 
Property Damage 
     $1,000,000 per accident 

Appropriate levels of per occurrence insurance coverages for workers’ 
compensation and any other insurance coverage required by federal or state law. 
 

The STATE shall retain the right at any time to review the coverage, form, and 
amount of the insurance required hereby.  If, in the opinion of the STATE, the 
insurance provisions in the Contract do not provide adequate protection, the STATE 
may request that CONTRACTOR obtain additional insurance sufficient in 
coverage, form, and amount to provide the protection required.  The request shall be 
reasonable but shall be designed to assure protection from and against the kind and 
extent of the risks involved.  If the CONTRACTOR is unable to provide the 
additional coverage as requested, the STATE reserves the right to terminate the 
Contract with prior written notice. 
The insurance policy required by the Contract shall contain the following clauses: 
(1) “This insurance shall not be canceled, limited in scope of coverage or non-

renewed until after 30 days written notice has been given to the State of Hawaii, 
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Department of Business, Economic Development, and Tourism, Foreign-Trade 
Zone No. 9, 521 Ala Moana, Honolulu, Hawaii 96813.” 

(2) “The State of Hawaii, its departments, attached agencies, officers, employees, 
and agents are added as additional insureds with respect to operations performed 
for the State of Hawaii.” 

(3) “It is agreed that any insurance maintained by the State of Hawaii will apply in 
excess of, and not contribute with, insurance provided by this policy.” 

Failure of the CONTRACTOR to provide and keep in force such insurance shall be 
regarded as material default under the Contract, entitling the STATE to exercise any 
or all of the remedies provided in the Contract for a default of the CONTRACTOR. 
The procuring of such required policy or policies of insurance shall not be 
construed to limit CONTRACTOR’S liability hereunder or to fulfill the 
indemnification provisions and requirements of the Contract.  Notwithstanding said 
policy or policies of insurance, CONTRACTOR shall be obliged for the full and 
total amount of any damage, injury, or loss caused by negligence or neglect 
connected with the Contract. 
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